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GENERAL NOTES:

MECHANICAL INFORMATION IS NOT LIMITED TO THE MECHANICAL
DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE FOR INFORMATION
ON ALL OTHER CONSTRUCTION DOCUMENTS INCLUDING DRAWINGS BY
OTHER DISCIPLINES AND SPECIFICATIONS.

A - EACH DRAWING SHEET AND THE SPECIFICATIONS HAVE BEEN
PREPARED TO SUPPLEMENT EACH OTHER AND THEY SHALL BE
INTERPRETED AS AN INTEGRAL UNIT WITH ITEMS SHOWN AND NOTED
ON ONE AND NOT THE OTHER BEING FURNISHED AND INSTALLED AS
THOUGH SHOWN AND CALLED OUT IN ALL PLACES. ITEMS IN
SPECIFICATIONS OR DRAWINGS LISTED WHICH ARE DIFFERING IN
EFFICIENCY OR QUALITY SHALL BE HELD TO THE GREATEST OF:
EFFICIENCY, QUALITY OR GOVERNING CODE.

B - THE CONTRACTOR WILL BE HELD RESPONSIBLE FOR THE
INSTALLATION OF THE SYSTEMS ACCORDING TO THE TRUE INTENT AND
MEANING OF THE CONTRACT DOCUMENTS.

C - THE CONTRACTOR SHALL INSTALL ALL EQUIPMENT WITH PROPER
SERVICE ACCESS AND CLEARANCES ACCORDING TO MANUFACTURERS
RECOMMENDATIONS. THE CONTRACTOR SHALL REVIEW SUPPLIERS BID
PACKAGES FOR COMPLETENESS AND COMPLIANCE TO THE
SPECIFICATIONS, SCHEDULES, AND DESIGN INTENT (ALL EQUIPMENT
AND METHODS). THE CONTRACTOR SHALL REMOVE AND REINSTALL
CORRECTLY AT HIS OWN EXPENSE ANY EQUIPMENT NOT IN
COMPLIANCE.

D - THE CONTRACTOR SHALL CONSULT MANUFACTURERS
INSTALLATION INSTRUCTIONS FOR SIZES, METHODS, ACCESSORIES,
AND CLEARANCES IN SPACE AVAILABLE PRIOR TO BIDDING PROJECT.

E - ANYTHING NOT CLEAR OR IN CONFLICT WILL BE EXPLAINED BY
MAKING APPLICATION TO THE ENGINEER IN WRITING.

ANY AND ALL ALTERATIONS TO THE SYSTEM SHOWN SHALL BE THE
RESPONSIBILITY OF THIS CONTRACTOR. ENGINEER SHALL BE NOTIFIED
IN WRITING PRIOR TO CHANGES.

CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS AND LOCATIONS.

THE WORKING DRAWINGS ARE DIAGRAMMATIC. THEY DO NOT SHOW
EVERY OFFSET, BEND, OR ELBOW NECESSARY FOR THE COMPLETE
INSTALLATION IN THE SPACE PROVIDED. ALL LOCATIONS FOR
MECHANICAL EQUIPMENT SHALL BE FIELD VERIFIED AND
COORDINATED WITH ALL DRAWINGS.

THE INSTRUCTION TO "PROVIDE" ALSO INCLUDES INSTALLATION.

MECHANICAL CONTRACTOR SHALL PROVIDE AND INSTALL SMOKE AND
FIRE DAMPERS AS REQUIRED BY LOCAL CODES AND AUTHORITIES.

SHEET METAL DUCT SIZES SHOWN ON DRAWINGS ARE FREE AREA
DIMENSIONS.

PROVIDE AND INSTALL BALANCING DAMPERS IN ALL SUPPLY BRANCH
DUCTS. BALANCE TO CFM SHOWN ON PLAN.

PROVIDE TURNING VANES IN ALL ELBOWS OF RECTANGULAR DUCT.

THE CONTRACTOR SHALL ASSUME ALL RESPONSIBILITY IN HANDLING
AND DISPOSING OF REFRIGERANTS, OILS, ETC. ALL SUCH MATERIALS
SHALL BE HANDLED, DISPOSED, AND USED IN ACCORDANCE WITH ALL
LOCAL, STATE, AND FEDERAL LAWS.

THE MECHANICAL CONTRACTOR SHALL VERIFY MOTOR VOLTAGES
WITH THE ELECTRICAL DRAWING BEFORE ORDERING MOTORIZED
EQUIPMENT AND CONTROLS. STARTER HEATER INSTALLED SHALL BE
COORDINATED WITH THE NAME PLATE DATA.

C.F.M. LISTED IS ACTUAL AIR.

SUPPLIERS SHALL REVIEW ALL DRAWINGS AND THE SPECIFICATIONS
PRIOR TO SUBMITTING PRICES TO THE CONTRACTOR. ALL QUESTIONS
AND DISCREPANCIES SHALL BE BROUGHT TO THE ENGINEERS
ATTENTION PRIOR TO BIDDING.

CONTRACTOR SHALL THOROUGHLY REVIEW AND SIGN SUBMITTALS
FOR COMPLETENESS AND COMPLIANCE TO THE SPECIFICATIONS
PRIOR TO ENGINEERS REVIEW. SUPPLIERS SHALL HIGHLIGHT OR MARK
ALL INFORMATION REQUIRED TO SHOW COMPLIANCE TO THE
SPECIFICATIONS. ALL REQUESTED EXCEPTIONS TO THE
SPECIFICATIONS, OR SCHEDULES SHALL BE CLEARLY NOTED AND
EXPLAINED. SUBMITTAL REVIEW AND ACCEPTANCE IS FOR DESIGN
CONCEPT ONLY, AND DOES NOT AT ANY TIME RELIEVE THE
CONTRACTOR OF RESPONSIBILITY TO MEET SPECIFICATIONS,
CAPACITIES, OR DESIGN INTENT.

ALL MECHANICAL SHALL BE INSTALLED AND CONFORM TO THE 2003
EDITION OF THE IMC AND IPC WITH UTAH ANNOTATIONS.
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MECHANICAL LEGEND
SYMBOL ABR. DESCRIPTION

NEW AIR DUCT

DESCRIPTIONABR.SYMBOL

RECT. TO RECT. AIR DUCT TAKE-OFF

LINED DUCT

VANED ELBOW

CONCENTRIC DUCT TRANSITION

VOLUME DAMPER

RECT. TO RND. AIR DUCT TAKE-OFF

RND. TO RND. AIR DUCT TAKE-OFF

ECCENTRIC DUCT TRANSITION

ROUND DUCT DOWN

ROUND DUCT UP

EXHAUST DUCT DOWN

SUPPLY DUCT DOWN

RETURN OR OUTSIDE AIR DUCT DOWN

SUPPLY DUCT UP

RETURN OR OUTSIDE AIR DUCT UP

D

R RAISE DUCT UP

LOWER DUCT DOWN

PARALLEL BLADE DAMPER

OPPOSED BLADE DAMPER

PRESSURE REDUCING VALVEPRV

BALL VALVEBV

UNION

FLEXIBLE DUCT CONNECTION

SUPPLY AIR DIFFUSER
RETURN AIR, FRESH AIR, AND
TRANSFER AIR

FLEXIBLE AIR DUCT

WALL MOUNTED THERMOSTAT

G NATURAL GAS PIPING

DR EQUIPMENT DRAIN

HWR

HWS

HEATING WATER RETURN

HEATING WATER SUPPLY

CHWS

CHWR CHILLED WATER RETURN

CHILLED WATER SUPPLY

HTWS HIGH TEMPERATURE
HEATING WATER SUPPLY

L REFRIGERANT LIQUID

S REFRIGERANT SUCTION

SA SUPPLY AIR

RA RETURN AIR

AIR SIDE WET SIDE

DIRECTION OF FLOW

PITCH DOWN

ELBOW UP

ELBOW DOWN

TEE UP

TEE DOWN

RECT. TAKE-OFF AT END OF MAIN

RADIUS ELBOW

NEW EQUIPMENT

FLEXIBLE DUCT CONNECTION

MANUAL ACTUATOR (BALL,
BUTTERFLY, NEEDLE, ETC. VALVES)

SECTION DRAWN ON THIS SHEET

SECTION LETTER DESIGNATION

POINT OF CONNECTION

POINT OF REMOVAL

DETAIL NUMBER DESIGNATION

GENERAL TERMINOLOGY

AFF ABOVE FINISHED FLOOR

CONTROL CONTRACTORCC

ELECTRICAL CONTRACTOREC

GENERAL CONTRACTORGC

MECHANICAL CONTRACTORMC

NOT IN CONTRACTNIC

NOT TO SCALENTS

A2

POC

POR

AH
1

D-1
CFM

DESIGNATION WITH BALANCING
REGISTER, GRILLE OR DIFFUSER

CFM LISTED BELOW

R-1 WHERE BALANCING NOT REQUIRED
GRILLE, OR LOUVER DESIGNATION

REVISION DESIGNATOR AND NUMBER

KEY NOTE DESIGNATOR AND NUMBER1

1

MECHANICAL EQUIPMENT

EQUIPMENT ITEM DESIGNATION
DESIGNATION

ME-101
A

DESCRIPTIONABR.SYMBOL

R GAS REGULATOR FROM 2LBS TO 4OZ

CORRESPONDING WITH GRID
LOCATION
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MAINT OFFICE

CLASS RMCLASS RM

CDR OFFICE1SG OFFICEADMIN OFFICE

CORNER
OFFICE

OFFICE

TRAINING OFFICE

CLASS ROOM

FURNACE ROOM

RESTROOM

RESTROOM

WEST SUPPLY ROOM

NBC ROOM

MESS
STORAGE

TECH ROOM

PLT ROOM

KITCHEN

EAST SUPPLY ROOM

COMMO ROOM

VAULT

MECHANICAL PLAN
SCALE:  1/8" = 1'-0"
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SHEET NOTES

ROUTE REFRIGERANT LINE SETS FROM INDOOR
HEAT PUMP TO CORRESPONDING ROOF MOUNTED
CONDENSING UNITS.

ROUTE DRAIN LINE FROM INSIDE UNIT THROUGH
EXISTING WALL (CORE DRILL) DOWN WALL AND
TERMINATE 12" ABOVE GRADE.  SECURE TO WALL
AND PAINT PIPING SAME COLOR AS EXISTING WALL.

APPROXIMATE LOCATION OF EXISTING GAS
METER. TIE IN NEW 1/2" G LINE INSIDE BOILER
ROOM.
NEW LOAD 160 CFH
PRESSURE: 2 LBS
TOTAL LOAD 3103 CFH @ 2 LBS.

PROGRAMMABLE THERMOSTAT PROVIDED BY
ROOFTOP UNIT MANUFACTURER.
PROVIDE VARNISHED MAPLE BACKS TO ALL WALL
MOUNTED THERMOSTATS.

THERMOSTAT PROVIDED BY UNIT MANUFACTURER.
FIELD VERIFY EXACT LOCATION WITH OWNER AND
EXISTING EQUIPMENT, CABINETS, ETC.
PROVIDE VARNISHED MAPLE BACKS TO ALL WALL
MOUNTED THERMOSTATS.

1/2" DIAMETER 2 LB GAS PIPING RISER THROUGH
ROOF.  SEE ROOF PLAN SHEET ME102 FOR
CONTINUATION.

SUPPLY AIR FROM ROOF TOP UNIT ABOVE.  SEE
SHEET ME102.  TRANSITION FROM 26X12 RISER TO
ROOFTOP SUPPLY AIR OPENING.  PROVIDE
FLEXIBLE CONNECTION.  SEE DETAIL.

26X12 RETURN AIR RISER TO ROOFTOP.
TRANSITION FROM 26X12 TO ROOFTOP RETURN AIR
OPENING.  PROVIDE FLEXIBLE CONNECTION.  SEE
DETAIL.

PROVIDE 3'-0" OR LESS FLEX DUCT FROM BRANCH DUCT
TO DIFFUSER.  SEE DETAIL.

SEE DETAIL SHEET ME 502 FOR TYPICAL HEAT
PUMP INSTALLATION.

SEE SHEET ME 502 FOR TYPICAL INSTALATION OF HEAT
PUMPS.
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ON ROOF
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MECHANICAL ROOF PLAN
SCALE:  1/8" = 1'-0"
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1/2" G LINE AT 2LBS

1/2" G LINE DN
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1/2" G LINE AT 4OZ
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SHEET NOTES

ROUTE REFRIGERANT LINE SETS FROM INDOOR
HEAT PUMP TO CORRESPONDING ROOF MOUNTED
CONDENSING UNITS.

SEE DETAIL FOR TYPICAL GAS CONNECTION TO
ROOFTOP UNIT.

1/2" 2 LB GAS LINE FROM BOILER ROOM BELOW.
SEE SHEET ME101 FOR CONTINUATION.  ROOF
PENETRATION - USE BOOT AND SEAL AIR AND
WATER TIGHT.

PROVIDE ROOF GAS SUPPORTS.  SEE DETAIL.
SPACE @ 6'-0" O.C. AND AT BOTH SIDES OF 90 DEG.
ELLS.

PROVIDE ROOF BOOTS FOR ALL REFRIGERANT
PIPING THRU ROOF.  SEAL AIR AND WATER TIGHT.

CUT NEW OPENING IN ROOF AND NEW ROOFING
MATERIAL.  INSTALL NEW CURB.  USE EXISTING
ROOF CONTRACTORS TO MAINTAIN ROOFING
WARRANTEE.
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EXPOSED PIPE SHALL BE
PAINTED BLACK - NO BARE
PIPE SHALL BE EXPOSED
TO THE WEATHER.

CLAMP PIPE AT EACH SUPPORT
CLAMP SHALL BE SIZED FOR 1/2"
PIPING.

SET SUPPORT DIRECTLY ON
SINGLE PLY ROOF. GAS SUPPORT ON ROOF DETAIL

SCALE: NONEB2

PROVIDE SUPPORTS AT 6'-0" 0/C.

COUNTER
FLASHING

CONDENSATE DRAIN AND
TRAP TO ROOF. TYPICAL

ROOFTOP UNIT DETAIL
SCALE: NONEA2

COORDINATE WITH ORIGINAL ROOFING
CONTRACTOR TO PATCH, SEAL
AND FLASH ROOF PENETRATIONS.

SUPPLY

RETURN

W

MANUAL VOLUME DAMPER
W/ LOCKING QUADRANT ON
ALL SUPPLY AIR DUCTS, AND
WHERE SHOWN FOR RETURN
AIR DUCTS.

AIR BRANCH
DUCT (TYPICAL)

MAIN AIR
DUCT

NOTE:
L=1/4 W (4" MINIMUM.)

45°

BRANCH DUCT TAKE-OFF
& DAMPER DETAIL
SCALE: NONEC4

NOTE: TAKE-OFFS SHOULD NOT BE INSTALLED CLOSER
THAN TWO WIDTHS TO ELBOWS OR INTERSECTIONS

NOTE: AREA OF A x B SHALL
BE EQUAL TO 1.5 x AREA BRANCH DUCT

LOCKING QUADRANT HANDLE OR
REMOTE CEILING OPERATOR WHERE
DAMPER IS INACCESSIBLE.

HIGH EFFICIENCY TYPE PRE-MANUFACTURED
TAKE-OFF WITH DAMPER.

RIGID ROUND
DUCT OR
DIFFUSER
COLLAR

INSULATED FLEX DUCT.
MAX LENGTH 6'-0".

CEILING DIFFUSER

SQUARE-TO-ROUND TAKE-OFF DETAIL
SCALE: NONEA5DETAIL

SCALE: NONE

SEE DETAIL

24 GA.

SEE DETAIL

INSULATION

FLEX DUCT

NYLON CLAMP OVER INSULATION

NYLON CLAMP OVER FLEX DUCT

GROUND
JOINT
UNION

MANUAL MAIN
SHUT-OFF VALVE

PRESSURE REGULATOR
(WHEN NECESSARY)

EQUIPMENT
CONNECTION

FLEXIBLE GAS
CONNECTOR
18" MAX.

D1 GAS LINE CONNECTION DETAIL
SCALE: NONE

6"
 V

E
R

TI
C

A
L

DRIP LEG

1/2"

GAS SUPPLY
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NOTE:
DRY-CHARGED LINE SETS ARE AVAILABLE IN
LENGTHS OF 16, 22, 32, & 49 FEET. LENGTHS SHALL
BE AS SHORT AS POSSIBLE. COILING OF LINES
THAT ARE TOO LONG WILL NOT BE ACCEPTABLE
AND WILL BE REPLACED AT THE CONTRACTORS
EXPENSE. OPTIONAL: HARD REFRIGERANT PIPING.
ALL CONNECTIONS ARE TO BE FLARED.
CONTRACTOR MAY ALSO USE HARD PIPE AND
FITTINGS. SEE SPECIFICATIONS FOR PIPE AND
INSULATION.

CEILING

WALL

ROOM

ROOFING

FLOOR

FC

AIR FLOW

ROOF BOOT COORDINATE WITH ORIGINAL
ROOFING CONTRACTOR TO PATCH, SEAL
AND FLASH ROOF PENETRATIONS.

4" MIN. RADIUS
ALL BENDS

BOLT CONDENSING
UNIT TO MANUFACTURER'S
CURB W/ SHEET METAL CAP
AND BOLT TO ROOF.

CORE DRILL EXISTING WALL
AND SEAL ANNULAR SPACE
AIR AND WATER TIGHT

THERMOSTAT
CONTROLLER
ON WOOD BACKING

WALL MOUNT AC UNIT DETAIL
SCALE: NONEC4

SUPPORTS

1
3/4" COND. DRAIN
LINE.

D

D

12"

PIPE CLAMPS WITH UNISTRUT
BOLTED TO WALL. (TYP.)

PAINT DRAIN PIPE SAME
AS WALL

REDWOOD RAILS SHALL BE
A MINIMUM OF 4' IN LENGTH
AND BE ORIENTED TO DIST-
RIBUTE LOAD BETWEEN TWO
ROOF TRUSSES.

COORDINATE WITH
ROOFING CONTRACTOR TO

ROOF OVER REDWOOD
RAILS.

4x6 REDWOOD
RAILS

CANT STRIP

SPRING TYPE VIBRATION
ISOLATORS

CONDENSING
   UNIT

G.I. FLASHING

G.I. CAP

ROOFTOP AIR COOLED CONDENSER DETAIL
SCALE: NONEA5

NOTE:
RUN STEEL COVER CONTINUOUS FROM CONDENSING
UNIT TO RISERS OR PENETRATIONS AT BUILDING WALL
OR ROOF.

18 GUAGE GALVANIZED
SHEET METAL PROTECTIVE
COVER. RUN FROM COND.
UNIT TO BUILDING.

ADJUSTABLE HEIGHT PIPE
SUPPORT PP10 BY PORTABLE
PIPE HANGERS OR EQUAL.

20 GUAGE GALV.
SLEEVE 6" LONG
(TYPICAL)

UNISTRUT PIPE
CLAMP (TYP.)

UNISTRUT CHANNEL
1-5/8" x1-5/8"

EXTERIOR REFRIGERANT PIPE SUPPORT
SCALE: NONEA3

INSULATION (TYP.)

VA
R

IE
S

4"



ROOFTOP AIR CONDITIONER SCHEDULE (GAS HEAT)

SYMBOL MANUFACTURER &
MODEL NUMBER SA CFM OSA CFM E.S.P. IN

W.G.

HEATING COOLING ELECTRICAL

SEER
OPER.

WT. (LBS) COMMENTS SCHEDULE
NOTESTOT. MIN.

INPUT
MBH

AMB. AIR
(DB)

AMB. AIR
(WB)

MIN.
TOTAL
MBH

V - Ø - Hz COMPRESSOR
#

COMPRESSOR
TOTAL RLA

COMPRESSOR
TOTAL LRA

EVAP
BLOWER

HP

POWER
EXHAUST

HP
MCA MOCP

CARRIER TM005 1600 400 .6 150 95 62 45.7 208-1-60 1 23.3 118 1.2 - 41.4 50 10 700 1,2,3,4RT
1

3

1

2

E.S. P. DOES NOT INCLUDE LOSSES THROUGH ACCESSORIES.

RATED MINIMUM INPUT AT SEA LEVEL.

PROVIDE ONE 15 AMP, 120 VOLT, DUPLEX GFCI SERVICE OUTLET.

BELT DRIVE UNIT4

REFRIGERANT R-22.

AT DESIGN CONDITIONS AND 95° F EAT.

CONDENSING UNIT SYMBOLS CORRESPOND WITH INDOOR UNIT SYMBOLS.

ELECTRIC SERVICE: 208/1Ø/60HZ

AIR COOLED CONDENSING UNIT SCHEDULE

SYMBOL AREA  SERVED
MAX SIZE

(BTU)

COMPRESSOR MOTOR
MCA MOCP MNUF. & MODEL # SCHEDULE

NOTES
No.

RLA
(EACH)

LRA
(EACH)

CLASS ROOM 18,500 1 12 37 16 20 MITSUBISHI
ELECTRIC PU18EK

1,2,3,4

TRAINING OFFICE 18,500 1 12 37 16 20 MITSUBISHI
ELECTRIC PU18EK

1,2,3,4

CORNER OFFICE 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

ADMIN OFFICE 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

1SG OFFICE 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

CDR OFFICE 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

INTERIOR OFFICE 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

MAINT OFFICE 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

SUPPLY RM 18,500 1 12 37 16 20 MITSUBISHI
ELECTRIC PU18EK

1,2,3,4

NBC RM 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

PLT RM 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

TECH RM 12,500 1 8.9 29 11 15 MITSUBISHI
ELECTRIC PU12EK

1,2,3,4

SUPPLY RM 2 18,500 1 12 37 16 20 MITSUBISHI
ELECTRIC PU18EK

1,2,3,4

CU
1

CU
2

SPLIT SYSTEM INDOOR UNIT SCHEDULE

SYMBOL ROOMS
SERVED No. REQUIRED CFM

COOLING MCA MOCP VOLTAGE-
PHASE-HZ FAN F.L.A. MANUF. &

MODEL #
SCHEDULE

NOTES

CLASS ROOM 1 600 1 15 120/60/1 .7
MITSUBISHI
ELECTRIC

PK18FK

TRAINING
OFFICE 1 600 1 15 120/60/1 .7

MITSUBISHI
ELECTRIC

PK18FK

CORNER
OFFICE 1 350 1 15 120/60/1 .7

MITSUBISHI
ELECTRIC

PK12FK

ADMIN OFFICE 1 350 1 15 120/60/1 .7
MITSUBISHI
ELECTRIC

PK12FK

1SG OFFICE 1 350 1 15 120/60/1 .7
MITSUBISHI
ELECTRIC

PK12FK

CDR OFFICE 1 350 1 15 120/60/1 .7
MITSUBISHI
ELECTRIC

PK12FK

INTERIOR
OFFICE 1 350 1 15 120/60/1 .7

MITSUBISHI
ELECTRIC

PK12FK

MAINT OFFICE 1 350 1 15 120/60/1 .7
MITSUBISHI
ELECTRIC

PK12FK

WEST SUPPLY
RM 1 600 1 15 120/60/1 .7

MITSUBISHI
ELECTRIC

PK18FK

NBC RM 1 350 1 15 120/60/1 .7
MITSUBISHI
ELECTRIC

PK12FK

PLT RM 1 350 1 15 120/60/1 .7
MITSUBISHI
ELECTRIC

PK12FK

TECH RM 1 350 1 15 120/60/1 .7
MITSUBISHI
ELECTRIC

PK12FK

EAST SUPPLY
RM 1 600 1 15 120/60/1 .7

MITSUBISHI
ELECTRIC

PK18FK

FC
1

FC
2

FC
3

FC
4

FC
5

FC
6

FC
7

FC
8

CU
3

CU
4

CU
5

CU
6

CU
7

CU
8

DIFFUSER SCHEDULE

SYMBOL TYPE MAX CFM FACE SIZE NCK SIZE BLOW PATTERN AIR DIST.
A%

AIR DIST.
B%

SCHEDULE
NOTES

CEILING 400 12/12 10"Ø 4-WAY 25 25 1,2,3

1

2

PROVIDE LAY-IN CEILING AND BORDER / MODULE AS REQUIRED.

MAXIMUM NC 25 AT CFM LISTED.

PRICE MODEL SMD3

REGISTER, LOUVER & GRILLE SCHEDULE

SYMBOL TYPE SERVICE MAX CFM NOMINAL
SIZE

THROAT
SIZE

CEILING
TYPE COMMENTS SCHEDULE

NOTES

CEILING RETURN 850 20/20 20/20 LAY-IN 1,2,3

3

1

2

REGISTER. LOUVER AND DIFFUSER SCHEDULE NOTE S:

MAXIMUM NC = 25 @ MAXIMUM CFM NOTED.

SHALL BE PRICE 535 OR EQUAL BY OTHER
APPROVED MANUFACTURERS. (SEE SPECIFICATIONS).

SEE SPECIFICATIONS FOR APPROVED MANUFACTURERS.

R-1

D-1
CFM

FC
9

FC
10

FC
11

FC
12

CU
9

CU
10
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12

CU
13

FC
13
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